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ANSI - 1 1/2 x .200 - 10.262

ATTACH GROUND TO
STEEL BRAIN OF THE

HEATING CABLE
SEE WIRING DIAGRAM
ONLINE MANUALS &
DATA SHEETS
(HEAT TRACE MONITIRING LIGHT
INSTALLATION SHEET)

SEE WIRING DIAGRAM
ONLINE MANUALS &

DATA SHEETS
(STANDOFF POWER CONNECTION

KIT WITH END SEALS INSTALLATION SHEET)

SELF REGULATING HEATING CABLE

6.00
TYP. FOR TAPE

FIBERGLASS TAPE RAPPED AROUND BACK
TO ITSELF EVERY 6" THE INTIRE LENGTH OF THE

HEATING CABLE.

STAINLESS STEEL STRAPS

GF PROTECTION UNIT
REQUIRED BY UL.

SEE WIRING DIAGRAM
ONLINE MANUALS &

DATA SHEETS (DATA SHEET))
30MA GFI BREAKER

2 POWER
1 GROUND
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DETAIL A
SCALE 1:2
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THIS OPTIONAL UNIT REPLACES ITEM 2 & 3
SEE INSTALLATION MANUAL @ WEB SITE #GPT-130

NOTES:
THIS IS TO SHOW HOW TO LAYOUT YOUR SELF REGULATING
SYSTEM OR CONSTANT WATTAGE HEAT TRACE CABLES.
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UL REQUIRES CAUTION LABELS BE ATTACHED
EVERY 10FT TO MEET CODES AND REGULATIONS.
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